This paper investigates the energy performance of three medium-sized healthcare buildings in Victoria, Australia, that operate only during the daytime. The aim is to provide preliminary understanding of energy consumption in this particular typology in Australia in relation to the available benchmarks. This paper also identifies the differences of energy consumption between different functional areas within medium health facilities. Building features and operational characteristics contributing to the variations in healthcare energy performance are discussed. The total annual energy consumption data ranging from 167-306 kWh/m 2 or 42-72 kWh/m 3 were compared against international data from various climatic zones. Some of the drivers of energy consumption were determined and potentials for energy and water conservation were identified. Comparison with international standards shows a possibility to achieve lower energy consumption in Victorian healthcare buildings.
INTRODUCTION
Healthcare buildings generally have high energy demand [1, 2] . A number of studies, in US and UK, attempted to set up energy benchmarks for these facilities to assist in the future energy efficient design [3] [4] [5] [6] [7] [8] [9] . In the United States, a guide was prepared to provide a simple prescriptive path to 30% saving over Standard 90.1-1999 of small healthcare facilities [3, 4] . The ultimate goal is to achieve net zero energy building. The country was divided into different climatic zones and low energy models were devised based on recommended energy efficiency measures. The recommendations have led to greater than 30% saving in all climatic zones. In UK, the National Health Service (NHS) is a major contributor to carbon emissions. Statistics recently published by the NHS Sustainable Development Unit [5] reveal that NHS is responsible for more than 18 million tonnes of carbon dioxide emission per annum. This constitutes about 3% of UK carbon dioxide emissions and 30% of public sector emissions, with annual costs of £429 million just for heating and lighting. UK healthcare facilities are audited on an annual basis to monitor energy performance, which is measured in terms of GJ of energy used per 100 cubic metres of treated building volume (GJ/100m 3 ). Premises are classified according to the results and a benchmark was set for all existing healthcare buildings to meet a target of 15,278-18,056 kWh/100m 3 [6] . New premises are required to achieve a benchmark of 9,720-12,501kWh/100m 3 . A recent study by a Cambridge University research team investigated the opportunities for reducing NHS energy consumption by incorporating low-energy ventilation and cooling strategies into the design of new hospitals and the refurbishment of existing facilities [7, 8, 9] . The study suggests that it is possible to achieve an energy consumption of 10,556 kWh/100 m 3 per annum for a representative selection of rooms located South of England. The current energy performance of the majority of NHS trusts in England varies between 12,444-27,222 kWh/100 m 3 . In Scotland, Murray et al. [10] attempted to create an energy benchmark target to investigate the environmental impacts of small healthcare buildings and the scope for improvements. It was found that "energy consumption varied widely between different centres but this variation could not be linked to building style, floor area or volume. Overall, it was found that a benchmark of 56 kWh/m 3 would be challenging, but realistic" (p.1236). In a study of 978 municipal service facilities in Barcelona, Oliver-Sola et al. [11] reported energy consumption ranging from 36.8 kWh/m 2 to 262.5 kWh/m 2 with an average of 95 kWh/m 2 for small healthcare centres.
The healthcare system in Australia is clearly classified into public and private hospitals. Public hospitals in Australia are funded by the commonwealth, states and territory governments. The operation and organization of the health service is provided by the department of health in each state or territory. Short term acute care is provided in public hospitals. However some services such as rehabilitation are provided on long term basis. Psychiatric hospitals are specialised in mental health issues. In total, there are around 1326 hospitals in Australia including day facilities in which 753 are public and 523 are private. Victoria has 311 hospitals. Primary health care is mainly delivered in more than 7,000 General Practices (GP) across Australia. These include community healthcare centres consisting of community health, dental and mental health services. There are approximately 100 Community Healthcare Centres in Victoria operating from approximately 350 sites. Healthcare sector is a major part of the economy with an expenditure of US $92 billion in 2009 in comparison to US $10.8 billion in 1981-82 [12] . Healthcare facilities present major sustainability challenge as their energy intensity is twice and water usage is around six times that of commercial office buildings. The healthcare sector alone is responsible for 4.1 Mt of green-house gas emissions per year which accounts for 13% of the total building sector [13] . This is lower compared to UK due to various reasons such as low population, less number of hospitals and less severe climatic conditions. Australia's ageing population will put further pressure on healthcare 248
Energy Performance of Medium-sized Healthcare Buildings in Victoria, Australia -A Case Study facilities in the coming decades as more people will fall into the older age group that needs to use the healthcare system more frequently. Therefore, there will be a need to plan for infrastructure to accommodate the demand. There is an increasing number of smaller size healthcare facilities to cater for the long waiting period in public hospitals in Australia. Despite the rapid growth in these facilities, there is limited research on the environmental performance of medium-sized healthcare facilities in Australia. This paper investigates the energy performance of three medium-sized healthcare buildings in Victoria, Australia.
METHODOLOGY 2.1. Method Outlines
Energy benchmarking is a good tool to inform buildings of their relative standings in the comparison group and sets achievable goals for improvements. In order to set up targets, a clear understanding of the current energy use must be firstly obtained.
The data regarding physical, operational and occupancy characteristics as well as site energy consumption of three medium-sized healthcare facilities were collected to identify the key indicators of energy consumption. In addition, energy simulations were conducted to investigate the consumption by different sub-systems and recognise the saving potentials. Each building is evaluated based on a number of criteria such as physical, occupancy and energy consumption. The physical data including architectural design and form, floor area, volume, construction materials, details of heating, ventilation and air conditioning (HVAC) equipment etc. were collected from the building floor plans, elevations, sections, mechanical drawings, and building management system (BMS) system. This was followed by a detailed walk through to all the spaces within the building. Occupancy characteristics were collected from the staff records and patient registers. The energy consumption data for a year were collected from monthly energy bills and energy use intensity, which is the energy consumption per unit floor area, are compared.
Characteristics of Medium-Sized Healthcare Buildings
"Medium size" healthcare buildings are not well defined in Australia. However, the characteristics of such buildings are somewhere in between "community and mental care hospitals" and "health centres and clinics" as classified by National Health Service (NHS) UK and similar to small surgery centres in US. They operate only during the day and their floor areas range between 1000 and 4000 m 2 . Three medium-sized health care facilities under the public healthcare sector in regional Victoria were investigated. One of these buildings are relatively new and the other two are more than 20 years old. Table 1 shows a summary of the physical and occupancy characteristics of the three study buildings. 
Physical and Occupancy Characteristics

Building Fabric and Type of Functional Spaces
The main functional areas in the buildings were categorised into 6 different categories as per their energy usage intensity. They are offices and circulation spaces, mental health, community health, dental and renal (see Table 2 ). The surface area of the walls and windows were measured from the building drawings in order to calculate the percentage of external exposure (Table 3) . Building 2 has the largest envelope area because of the long wings. It was noted that building 3 which is the largest, has the smallest envelope area because of the compact design. Compactness ratio, one of the most important related to energy losses that need to be compensated by HVAC system operation, was calculated by dividing the envelope area by 250
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Climatic Conditions
Victoria is located at latitude 37°78'S, longitude 144°97'E, and enjoys a temperate climate with warm to hot summers, mild springs and autumns, and cool winters. The summer season is from December to February when the weather remains sunny, with average wind speed of 22 m/s and the average maximum temperature of 25.5°C ( Figure 1 ). The summer temperature can exceed 40°C. In winter (June to August), Victoria experiences some of Australia's coldest weather. The average daily temperature during winter is 14°C, and it can fall below 4°C. Heating and cooling degree days are around 1036 and 762, respectively, for the year of this study.
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HVAC Systems
Since all the three buildings were managed by the same public health organisation, the HVAC settings were very similar. Table 4 shows the detail of the HVAC system. Building 1 has many reverse cycle multi-split units, some of which are ducted and others standalone. The capacity of the ducted split systems ranged from 10-25 kW. Building 2 has a Mulistack chiller with 246 kW cooling. A Multistack chiller is a bank of individual chiller modules connected in parallel to operate as a single machine. In addition, building 2 has three split units in different rooms. Heating is provided by gas boilers with fan coils. The HVAC system for Building 3 consists of a centralised plant with 600kW condensing units and number of small split units for backup. The temperature settings ranged from 20-23°C. Mechanical ventilation rate varied between 6 to 10 air change rates (ACH) as shown in the Table 4 .
RESULTS AND DISCUSSIONS 3.1. Energy Consumption
Electricity, gas and water consumption data for a whole year for 2011 were collected from the three buildings using utility bills ( Table 5 ). The electricity consumption ranged from 183,910 kWh to 454,874 kWh and gas consumption ranged from 33,611 kWh to 269,444 kWh. It is to be noted that only site energy data are taken into consideration here. Electricity consumption data had a good correlation with floor areas and building volumes. Building 1, the smallest among the three has the lowest electricity and gas consumption. Electricity consumption can be normalised by dividing the consumption with the floor area. After normalising with floor area, building 2 has the highest electricity consumption per unit floor area. Both buildings 1 and 3 showed similar usage intensity, and building 1 had the lowest electricity consumption per unit floor area ( Figure 2 ). Weather data for Victoria. 
Figure 2.
Electricity consumption.
Though buildings 2 and 3 have water cooled chillers, the controls in each system work differently. For building 3, the supply air temperature is developed by AHU 1 centralised plant using a DX chiller and reheat coils. The system only starts operating in full capacity once all the zones are outside the set point temperature, whereas in building 2, the system starts operating in full capacity when any one of the zones is outside the set point temperature. As a result, the occupants in building 3 experience thermal discomforts and this was confirmed with the staff working in this building. The relatively smaller electricity consumption in building 3 in comparison to building 2 could be a consequence of compromised thermal comfort. A detailed thermal comfort measurement would be required to confirm this outcome. Figure 3 shows the gas consumption per unit volume for the three buildings. Gas consumption of building 2 is significantly higher than buildings 1 and 3. As shown in table 2, building 2 has a large area for dental facilities. In addition, it has a renal unit comprising of 11.5% of the floor area which opens 5.5 days per week. Studies in UK showed that renal medicine is a carbon intensive speciality [14] and significant improvements could be made in the recapture of heat from renal equipment. Figure 4 shows water consumption of three buildings normalised against floor area. Within healthcare buildings, the majority of water used is through taps, showers and toilet use (approximately 80%). Food processing, water cooling units and renal dialysis also contribute to water consumption. Building 2 which has a renal unit has the highest water consumption. Reverse-osmosis renal dialysis units "reject" or discard water (30-50% of the original mains water used) that has passed through pre-dialysis water filtration before exposure to blood products. This high grade water can be preserved easily. For example, the water can be transferred to a storage using a pump and can be used to generate steam for sterilization units. The water can also be used to water the plants and in sanitation systems [15] .
Observations conducted in Building 2 revealed that patients undergoing dialysis often feel very cold, as a result of which the set temperature needs to be increased. At the same time, the staff feel very hot and they will have to adjust their clothing to much lighter level in order to accommodate the high temperature. Another interesting fact to note is that buildings 1 and 2 have additional daylighting features in the form of skylights. However, the installation of artificial lights was not significantly different in these two buildings. In addition, no dimming system or lighting sensors were installed to optimise the use of daylighting. This is further discussed in the next section. The total energy usage of the three buildings ranged from 167-306 kWh/m 2 . Estimating by treated volume, which is a major factor in energy consumption, resulted in 42-72 kWh/m 3 . Previous study on 180 C5 buildings (small healthcare buildings such as health centres, clinics and dentists) in NHS Scotland, operating 47 hours per week, which is very similar to the buildings under study, revealed that the average annual energy consumption was 308 kWh/m 2 with a surprisingly wide range of 76-1064 kWh/m 2 . Estimating by total heated volume gives an average consumption of 125 kWh/m 3 with a range of 31-425 kWh/m 3 per year [10] . However, it is to be taken into consideration that, compared to Scotland, Victoria has 1,613 less heating degree days (HDD) and 643 more cooling degree days (CDD), meaning that the weather is 54% less severe in Victoria. The results are further compared to the data from similar climatic conditions in U.S as specified in the advance energy design guide for small hospitals and healthcare facilities [4] . The total energy consumption data for small surgery centres were 494 kWh/m 2 for baseline model and 270 kWh/m 2 for the low energy case. The inclusion of operating room could have led to higher consumption in US surgery centres. Similarly in Barcelona, reported energy consumption for small healthcare centres ranged from 36.8 kWh/m 2 to 262.5 kWh/m 2 [11] . Again, it is to be noted that Victoria has 572 HDD and 242 CDD less than Barcelona, indicating that the weather is 45% less severe in Victoria. All these analysis indicate that there is great potential for energy saving in the Victorian healthcare buildings. 
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Energy Simulation
Energy simulations were conducted using IES Virtual Environment [16] . The three buildings discussed above were modelled using Model IT and then simulated using the dynamic thermal simulation tool, ApacheSim. The lighting and equipment power densities were estimated to be ranging from 10 to 16.3 W/m 2 and from 15 to 30 W/m 2 , respectively, as given in Table 6 . Figure 5 shows the model for Building 2 developed in IES model IT. The simulation models were first calibrated using monthly utility data. Figure 6 shows the comparison between metered electricity consumption and simulated consumption for Building 2. The maximum error was within 20%. Energy consumption of the subsystems were analysed in terms of heating, cooling, equipment and lighting. Heating and cooling load components were further broken down to identify the influence of envelope, people and 256
Energy Performance of Medium-sized Healthcare Buildings in Victoria, Australia -A Case Study equipment. In addition, the energy consumption by each functional area was analysed. All the three buildings showed similar profiles. Figure 7 shows the energy consumption by various sub-systems. Heating and cooling together constitute 44-47%, while lighting constitutes 24-27%. Equipment energy consumption is 22-27% which is normal for health facility. Energy consumption of 24% for lighting is comparable to large hospitals and this shows the potential savings through more responsive design. As discussed earlier, building 2 has no dimming system or daylight sensors despite the additional daylight features such as skylight; hence there is saving potential through more responsive design. Ascione et al. [17] investigated energy saving potential of envelope rehabilitation for a day hospital building in Naples, Italy, and found that the HVAC systems energy reduced up to 50% and improved indoor thermal conditions. The results of bundled energy efficiency measure analysis for small hospitals and healthcare centres [4] show that biggest energy savers are the Lighting Power Density (LPD) reductions and the implementation of a zone airflow setback.
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Figure 7.
Energy consumption by sub-systems.
The main sources of the HVAC load are energy transfer across building envelope such as walls, windows, and roofs, and heat generation from people and equipment. A closer look at the load components for heating and cooling for building 2 revealed that majority (45%) of the heating load is from envelope in which 20% is from windows and 13.5% is from walls (see Table 7 ). For cooling load, 37% is from equipment and 16% is from envelope. This is due to the increased heat output form the equipment. Comparing with the other two buildings it can be seen that the total window-wall ratio doesn't have much correlation with the envelope load either in winter or summer. The window area for each orientation may be a better basis for comparison. Murray et al. [9] attributed such poor correlation between energy consumption and building fabric in NHS Scotland buildings to the variations in daily operational routines. Table 8 shows the energy consumption by different functional areas. Circulation and office area consume a minimum 186 kWh per unit area whereas renal area consumes a maximum 488 kWh per unit area.
CONCLUSION
This paper investigated the energy performance of three medium-sized healthcare buildings located in the moderate climatic zone in Victoria, Australia. The buildings were operated by the same healthcare organisation and were quite similar with respect to the types of functional space, but there were slight variations in the provision of specialist services. The total energy usage intensity of the three buildings ranged from 167 to 306 kWh/m 2 . Some of the potential drivers of energy consumption were determined to identify the key indicators. The building with a renal unit had highest gas and water consumption. The thermal comfort requirements 258
Energy Performance of Medium-sized Healthcare Buildings in Victoria, Australia -A Case Study of staff and patients differ considerably, which have a significant impact on gas consumption. Initial survey showed that relatively lower energy consumption of one of the buildings is actually due to compromised thermal comfort. Further onsite thermal comfort measurement is required to evaluate this situation. This paper highlights the importance of setting up benchmarks for the fast growing number of medium-sized health facilities in Australia. Comparison with international standards shows that there is a possibility to achieve lower energy consumption in Victorian healthcare buildings. Careful considerations of daylighting provision would have significant impact on the outcome. The wide difference of energy consumption between offices and renal area, 186 vs. 488 kWh/m 2 , suggests the importance of a more integrated HVAC systems.
This study emphasizes that when considering energy saving potential of any healthcare facility, the well-being of patients and safety of hospital staff must not be compromised. Energy efficiency of small and medium scale health buildings is largely disregarded by authorities and facility managers worldwide, and the development of good practice benchmarks is a good starting point to reduce the impact of health services on environment.
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